
Wetness at Pond back up
11:00   Pond wetness running again. Used another wisard board with I2C address 0x39. Had

to modify xml.

Cleaned domes while out there.

P.S. I recall that we had this replacement sensor shipped in from Boulder, hence the delay in getting it deployed.
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