
26m TRH outage - moved to port 11
8Jul13

The 26m trh fan went out during the rain yesterday morning and consequently the temp/rh was incorrect from 7Jul13 7:30 (local) - 8Jul13 ~12 (local)

This morning tried power cycling it to see if that would restart the fan, using on 'mid' vio 2 0/1.   Instead the sensor went out completely.

Site Visit 8Jul ~10:30-12:00.    The fan was running but making noise.   A finger check appeared to unclog a small piece of debris and it seems to be quite 
good.    However, power cycling it physically didn't resurrect the ingest, nor did we get any ingest from swapping in the working trh from port 8 and the 26m 
trh worked fine in port 11.    It was swapped to port 11 and Gordon fixed the xml so that it's working on the new port with the cockpit and data plots again.
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